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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 1

There are no van accessible parking stalls.

There are a total of 149 parking stalls in the parking lot that could be reasonably associated with this
facility. There should be a minimum of 5 accessible stalls with a minimum of 1 being designed as van
accessible.

Citation:

2010 ADAS Section: 208.2,
208.2.4

Current Condition:

There are no van accessible
parking stalls.

Budget Cost:

Base Cost: $3,000.00
Contingency Cost: $600.00
Design Cost: $450.00
Total Cost: $4,050.00

Possible Solutions:
Provide a van accessible parking space with an access aisle and signage.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #1 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 2

The required parking signage is missing.

Citation:

2010 ADAS Section: 502.6

Current Condition:

The required parking
signage is missing.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide accessible signage at the accessible parking space.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 3

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 2.8 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #3 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 4

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 2.4
percent running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #4 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 5

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 2.1 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 11 (Low): De minimis barrier; compliance can be handled by program modification, or does not
need to be handled until a person with a disability is hired (Title II)

Accessology
(972) 434 - 0068

www.accessology.com                                13 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #5 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 6

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 3.4
percent running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #6 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 7

The accessible parking stall is not wide enough.

Citation:

2010 ADAS Section: 502.2

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking stall
is not wide enough.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Restripe to achieve a minimum width of 8 feet measured from centerline to centerline.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #7 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 8

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 3.9 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                                19 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 9

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 3.8 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #9 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 10

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface. Cost provided in previous barrier.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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Barrier #10 Additional Barrier Photos
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Barrier #10 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 11

The access aisle is not located on an accessible route of travel.

Citation:

2010 ADAS Section: 208.3.1,
502.3

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle is not
located on an accessible
route of travel.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Remove the wheel stop from in front of the access aisle.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 12

The access aisle contains abrupt edges and surface irregularities over a 1/4 inches.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle contains
abrupt edges and surface
irregularities over a 1/4
inches.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to provide a smooth level surface.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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Barrier #12 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 13

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 2.8
percent running slope.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions. Cost provided
in previous finding.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 14

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 3.2 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #14 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 15

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface. Cost provided in previous barrier.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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Barrier #15 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 16

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #16 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 17

The access aisle is not a minimum 5 feet wide.

Citation:

2010 ADAS Section: 502.3.1

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle is not a
minimum 5 feet wide.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Re-stripe access aisle so it is a minimum of 5 feet wide for the entire length of the aisle.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 18

The access aisle contains abrupt edges and surface irregularities over a 1/4 inches.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle contains
abrupt edges and surface
irregularities over a 1/4
inches.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to provide a smooth level surface.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #18 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 19

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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Barrier #19 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 20

The cross slope (narrow dimension) of the parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 21.1 percent
cross slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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Barrier #20 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 21

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.  Cost provided in previous barrier.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 22

The access aisle is not a minimum 5 feet wide.

Citation:

2010 ADAS Section: 502.3.1

1991 ADAAG Section: 4.6.3

Current Condition:

N/A

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Re-stripe access aisle so it is a minimum of 5 feet wide for the entire length of the aisle.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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Barrier #22 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 23

The access aisle contains abrupt edges and surface irregularities over a 1/4 inches.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

N/A

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to provide a smooth level surface.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Playground Parking 

Barrier: 24

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #24 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 25

The cross slope (short dimension) of the access aisle exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 2.9
percent cross slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #25 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 26

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 2.8
percent running slope.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions. Cost provided
in the previous barrier.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #26 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 27

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 3.5 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #27 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 28

The required parking signage is missing.

Citation:

2010 ADAS Section: 502.6

Current Condition:

The required parking
signage is missing.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide accessible signage at the accessible parking space.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 29

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 2.2 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #29 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 30

The access aisle is not a minimum 8 feet to the centerline of the stripe.

Citation:

2010 ADAS Section: 502.2
Exception

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The access aisle is not a
minimum 8 feet to the
centerline of the stripe.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Re-stripe access aisle so it is a minimum of 8 feet wide for the entire length of the aisle.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #30 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 31

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 2.2
percent running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #31 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 32

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 2.1 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 11 (Low): De minimis barrier; compliance can be handled by program modification, or does not
need to be handled until a person with a disability is hired (Title II)
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #32 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 33

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

N/A

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #33 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #33 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 34

The required parking signage is missing.

Citation:

2010 ADAS Section: 502.6

Current Condition:

The required parking
signage is missing.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide accessible signage at the accessible parking space.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 35

The access aisle is not a minimum 8 feet to the centerline of the stripe.

Citation:

2010 ADAS Section: 502.2
Exception

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The access aisle is not a
minimum 8 feet to the
centerline of the stripe.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Re-stripe access aisle so it is a minimum of 8 feet wide for the entire length of the aisle.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #35 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                                78 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 36

The required parking signage is missing.

Citation:

2010 ADAS Section: 502.6

Current Condition:

The required parking
signage is missing.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide accessible signage at the accessible parking space.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 37

The access aisle is not a minimum 8 feet to the centerline of the stripe.

Citation:

2010 ADAS Section: 502.2
Exception

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The access aisle is not a
minimum 8 feet to the
centerline of the stripe.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Re-stripe access aisle so it is a minimum of 8 feet wide for the entire length of the aisle.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #37 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Football Parking 

Barrier: 38

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 2.3
percent running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #38 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Softball Fields 1 To 4 Parking 

Barrier: 39

There are not enough accessible stalls.

There are 3 accessible parking stalls including 0 designated for a van. 

There should be a minimum of 5 accessible parking stalls including a minimum of 1 van accessible
stalls.

Citation:

2010 ADAS Section: 208.2

1991 ADAAG Section:
4.1.2(5)(a)

Current Condition:

There are not enough
accessible stalls.

Budget Cost:

Base Cost: $6,000.00
Contingency Cost: $1,200.00
Design Cost: $900.00
Total Cost: $8,100.00

Possible Solutions:
Provide 2 additional accessible parking stalls in the parking lot.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Softball Fields 1 To 4 Parking 

Barrier: 40

The parking sign is mounted too low.

Citation:

2010 ADAS Section: 502.6

Current Condition:

The parking sign is mounted
too low.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Raise signage so the bottom of the sign is a minimum of 60 inches above the ground.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #40 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Softball Fields 1 To 4 Parking 

Barrier: 41

The access aisle is not a minimum 5 feet wide.

Citation:

2010 ADAS Section: 502.3.1

1991 ADAAG Section: 4.6.3

Current Condition:

N/A

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Re-stripe access aisle so it is a minimum of 5 feet wide for the entire length of the aisle.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #41 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #41 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Softball Fields 1 To 4 Parking 

Barrier: 42

The access aisle is not a minimum 5 feet wide.

Citation:

2010 ADAS Section: 502.3.1

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle is not a
minimum 5 feet wide.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Re-stripe access aisle so it is a minimum of 5 feet wide for the entire length of the aisle.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #42 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Softball Fields 1 To 4 Parking 

Barrier: 43

The cross slope (narrow dimension) of the parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 2.1 percent
cross slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 11 (Low): De minimis barrier; compliance can be handled by program modification, or does not
need to be handled until a person with a disability is hired (Title II)

Accessology
(972) 434 - 0068

www.accessology.com                                92 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #43 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Disc Golf Parking 

Barrier: 44

The surfaces of the accessible parking spaces and access aisles are not firm, stable, and slip resistant.

Citation:

2010 ADAS Section: 502.4,
302.1

Current Condition:

The surfaces of the
accessible parking spaces
and access aisles are not
firm, stable, and slip
resistant.

Budget Cost:

Base Cost: $3,500.00
Contingency Cost: $700.00
Design Cost: $525.00
Total Cost: $4,725.00

Possible Solutions:
Provide accessible parking spots that are firm, stable, and slip resistant.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #44 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 45

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 2.2 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #45 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 46

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 3
percent running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                                98 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #46 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 47

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 2.9 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #47 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 48

The access aisle is not located on an accessible route of travel.

Citation:

2010 ADAS Section: 208.3.1,
502.3

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle is not
located on an accessible
route of travel.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the access aisle to the soccer field's.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 49

The access aisle is not a minimum 5 feet wide.

Citation:

2010 ADAS Section: 502.3.1

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle is not a
minimum 5 feet wide.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Re-stripe access aisle so it is a minimum of 5 feet wide for the entire length of the aisle.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #49 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 50

The access aisle contains abrupt edges and surface irregularities over a 1/4 inches.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle contains
abrupt edges and surface
irregularities over a 1/4
inches.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #50 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 51

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 2.3
percent running slope.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions. Cost provided
in the previous barrier.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #51 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 52

The parking sign is mounted too low.

Citation:

2010 ADAS Section: 502.6

Current Condition:

The parking sign is mounted
too low.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Raise signage so the bottom of the sign is a minimum of 60 inches above the ground.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #52 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 53

The access aisle contains abrupt edges and surface irregularities over a 1/4 inches.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

N/A

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 54

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #54 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 55

The access aisle is not a minimum 5 feet wide.

Citation:

2010 ADAS Section: 502.3.1

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle is not a
minimum 5 feet wide.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Re-stripe access aisle so it is a minimum of 5 feet wide for the entire length of the aisle.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #55 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 56

The access aisle contains abrupt edges and surface irregularities over a 1/4 inches.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle contains
abrupt edges and surface
irregularities over a 1/4
inches.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #56 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 57

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #57 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 58

The parking sign is mounted too low.

Citation:

2010 ADAS Section: 502.6

Current Condition:

The parking sign is mounted
too low.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Raise signage so the bottom of the sign is a minimum of 60 inches above the ground.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #58 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 59

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #59 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 60

The striping and markings for the access aisle are dilapidated and in need of repair.

Citation:

2010 ADAS Section: 502.3.3

Current Condition:

N/A

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Restripe the access aisle.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 61

The access aisle is not a minimum 8 feet to the centerline of the stripe.

Citation:

2010 ADAS Section: 502.2
Exception

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The access aisle is not a
minimum 8 feet to the
centerline of the stripe.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Re-stripe access aisle so it is a minimum of 8 feet wide for the entire length of the aisle. Cost provided in
the previous barrier.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #61 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 62

The access aisle contains abrupt edges and surface irregularities over a 1/4 inches.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle contains
abrupt edges and surface
irregularities over a 1/4
inches.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #62 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 63

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 3.8 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #63 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 64

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.  Cost provided in the previous barrier.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #64 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 65

The access aisle is not a minimum 8 feet to the centerline of the stripe.

Citation:

2010 ADAS Section: 502.2
Exception

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The access aisle is not a
minimum 8 feet to the
centerline of the stripe.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Re-stripe access aisle so it is a minimum of 8 feet wide for the entire length of the aisle.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              133 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #65 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 66

The access aisle contains abrupt edges and surface irregularities over a 1/4 inches.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle contains
abrupt edges and surface
irregularities over a 1/4
inches.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #66 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 67

The cross slope (short dimension) of the access aisle exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 2.3
percent cross slope.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions. Cost provided
in previous barrier.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #67 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 68

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 2.9
percent running slope.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions. Cost provided
in previous barrier.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #68 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 69

The parking sign is mounted too low.

Citation:

2010 ADAS Section: 502.6

Current Condition:

The parking sign is mounted
too low.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Raise signage so the bottom of the sign is a minimum of 60 inches above the ground.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #69 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 70

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 7.3 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #70 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #70 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 71

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface. Cost provided in previous barrier.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #71 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #71 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #71 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 72

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 4.3 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08%) maximum slope in all directions.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #72 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 73

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface. Cost provided in previous barrier.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #73 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              153 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 74

The access aisle is not located on an accessible route of travel.

Citation:

2010 ADAS Section: 208.3.1,
502.3

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle is not
located on an accessible
route of travel.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the access aisle to the soccer fields.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #74 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 75

The access aisle contains abrupt edges and surface irregularities over a 1/4 inches.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle contains
abrupt edges and surface
irregularities over a 1/4
inches.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #75 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 76

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 3
percent running slope.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions. Cost provided
in previous barrier.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #76 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 77

The accessible parking space is not located on the shortest accessible route.

Citation:

2010 ADAS Section: 208.3.1

1991 ADAAG Section: 4.6.2

Current Condition:

The accessible parking
space is not located on the
shortest accessible route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Relocate the accessible parking spaces to the shortest accessible route of travel from the parking space
to an accessible entrance that the space serves.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 78

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #78 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 79

The required parking signage is missing.

Citation:

1991 ADAAG Section: 4.6.4

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide accessible signage at the accessible parking space.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 80

The access aisle is not located on an accessible route of travel.

Citation:

2010 ADAS Section: 208.3.1,
502.3

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle is not
located on an accessible
route of travel.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the access aisle.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 81

The access aisle contains abrupt edges and surface irregularities over a 1/4 inches.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle contains
abrupt edges and surface
irregularities over a 1/4
inches.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #81 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #81 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 82

The accessible parking space is not located on the shortest accessible route.

Citation:

2010 ADAS Section: 208.3.1

1991 ADAAG Section: 4.6.2

Current Condition:

The accessible parking
space is not located on the
shortest accessible route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Relocate the accessible parking spaces to the shortest accessible route of travel from the parking space
to an accessible entrance that the space serves.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 83

The accessible parking stall is not wide enough.

Citation:

2010 ADAS Section: 502.2

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking stall
is not wide enough.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Restripe to achieve a minimum width of 8 feet.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 84

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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(972) 434 - 0068

www.accessology.com                              170 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Soccer Parking 

Barrier: 85

The required parking signage is missing.

Citation:

1991 ADAAG Section: 4.6.4

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide accessible signage at the accessible parking space.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Dog Park Parking 

Barrier: 86

The running slope (long dimension) of the accessible parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 2.4 percent
running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #86 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Dog Park Parking 

Barrier: 87

The cross slope (narrow dimension) of the parking stall exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The accessible parking
space has a 2.2 percent
cross slope.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
Regrade the accessible parking space to achieve a 1:48 (2.08 percent) maximum slope in all directions.
Cost provided in previous finding.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #87 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Dog Park Parking 

Barrier: 88

The running slope of the access aisle (long dimension) exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 3.2
percent running slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #88 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Dog Park Parking 

Barrier: 89

The cross slope (short dimension) of the access aisle exceeds 2 percent.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The access aisle has a 3
percent cross slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the access aisle to achieve a 1:48 (2.08 percent) maximum slope in all directions.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #89 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Dog Park Parking 

Barrier: 90

The parking stall contains abrupt edges and surface irregularities over a 1/4 inch vertical.

Citation:

2010 ADAS Section: 502.4

1991 ADAAG Section: 4.6.3

Current Condition:

The parking stall contains
abrupt edges and surface
irregularities over a 1/4 inch
vertical.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Regrade the parking stall to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #90 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Parking: Dog Park Parking 

Barrier: 91

The surfaces of the accessible parking spaces and access aisles are not firm, stable, and slip resistant.

Citation:

2010 ADAS Section: 502.4,
302.1

Current Condition:

The surfaces of the
accessible parking spaces
and access aisles are not
firm, stable, and slip
resistant.

Budget Cost:

Base Cost: $3,500.00
Contingency Cost: $700.00
Design Cost: $525.00
Total Cost: $4,725.00

Possible Solutions:
Provide an accessible parking space and access aisle with a firm, stable, and slip resistant surface.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #91 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 92

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #92 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #92 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 93

The accessible route on the site has running slopes greater than 5 percent and has not been
constructed as a ramp (i.e. handrails, edge protection, etc.).

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a running
slope of 5.5 percent and
expansion joints.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a running slope that is no greater than 1:20 (5 percent) and eliminate
expansion joints.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #93 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #93 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 94

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.8 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #94 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 95

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #95 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 96

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #96 Additional Barrier Photos
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Barrier #96 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 97

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #97 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 98

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #98 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 99

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #99 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 100

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #100 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 101

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #101 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 102

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 103

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #103 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 104

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the path of travel to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #104 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 105

The path of travel contains cross slopes, expansion joints, and changes in level.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The path of travel contains
cross slopes, expansion
joints, and changes in level.

Budget Cost:

Base Cost: $2,000.00
Contingency Cost: $400.00
Design Cost: $300.00
Total Cost: $2,700.00

Possible Solutions:
Modify the path of travel to provide a smooth level surface and cross slopes no greater than 1:48 (2.08
percent).

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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Barrier #105 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 106

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 107

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.2 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 108

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 4.5 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 109

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.4 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 110

The accessible path of travel has cross slopes greater than 2 percent (6 panels).

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.6 to 4.2 percent.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08%).

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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Barrier #110 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 111

The bench is not accessible because there is not adequate clear floor space for an approach.

Citation:

2010 ADAS Section: 305.3

1991 ADAAG Section: 4.2.4.1

Current Condition:

The bench is not accessible
because there is not
adequate clear floor space
for an approach.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide a level 30 inch by 48 inch clear floor space adjacent to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 112

There is no accessible route to the trash can.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the trash can.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Relocate the trash can closer to the path of travel.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 113

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 114

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.5 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 115

There is no accessible route to the picnic area.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the picnic area.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the picnic area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 116

The bench is not accessible because there is not adequate clear floor space for an approach.

Citation:

2010 ADAS Section: 305.3

1991 ADAAG Section: 4.2.4.1

Current Condition:

The bench is not accessible
because there is not
adequate clear floor space
for an approach.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide a level 30 inch by 48 inch clear floor space adjacent to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 117

The bench is not accessible because there is not adequate clear floor space for an approach.

Citation:

2010 ADAS Section: 305.3

1991 ADAAG Section: 4.2.4.1

Current Condition:

The bench is not accessible
because there is not
adequate clear floor space
for an approach.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide a level 30 inch by 48 inch clear floor space adjacent to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 118

The bench is not accessible because there is not adequate clear floor space for an approach.

Citation:

2010 ADAS Section: 305.3

1991 ADAAG Section: 4.2.4.1

Current Condition:

The bench is not accessible
because there is not
adequate clear floor space
for an approach.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide a level 30 inch by 48 inch clear floor space adjacent to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Path of Travel: Path of Travel 

Barrier: 119

The bench is not accessible because there is not adequate clear floor space for an approach.

Citation:

2010 ADAS Section: 305.3

1991 ADAAG Section: 4.2.4.1

Current Condition:

The bench is not accessible
because there is not
adequate clear floor space
for an approach.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide a level 30 inch by 48 inch clear floor space adjacent to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 120

The required edge protection is missing.

Citation:

2010 ADAS Section: 405.9.2,
405.9.1, 405.9

Current Condition:

The required edge
protection is missing.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Provide edge protection around the play area.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 121

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 3.7 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 122

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 3.4 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 123

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.4 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #123 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 124

The walkway contains abrupt vertical edges and/or variations over 1/4 inch (3 panels).

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              249 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #124 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 125

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #125 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 126

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 127

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 128

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #128 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 129

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 130

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify walkway to provide  a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #130 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 131

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 132

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              266 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #132 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 133

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 134

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              270 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #134 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 135

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 136

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 137

The bench is not accessible because there is not adequate clear floor space for an approach.

Citation:

2010 ADAS Section: 305.3

1991 ADAAG Section: 4.2.4.1

Current Condition:

The bench is not accessible
because there is not
adequate clear floor space
for an approach.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a level 30 inch by 48 inch clear floor space adjacent to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 138

The concrete expansion joint is spaced greater than 1/2 inch (3 panels measuring 97 inches wide by 48
inches deep).

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Fill the expansion joints to eliminate gaps.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #138 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              279 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 139

The walking surface is obstructed.

Citation:

2010 ADAS Section: 403.5.1

1991 ADAAG Section: 4.2.1

Current Condition:

The walking surface is
obstructed.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide a 36 inch walking surface to the grill and trash can.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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Barrier #139 Additional Barrier Photos
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Barrier #139 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 140

The water flow from the spout is too low.

Citation:

2010 ADAS Section: 602.6

1991 ADAAG Section: 4.15.3

Current Condition:

N/A

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the water fountain to provide a minimum 4 inches of water flow.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 141

The accessible route on the site has running slopes greater than 5 percent and has not been
constructed as a ramp (i.e. handrails, edge protection, etc.).

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a running
slope of 8.2 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a running slope that is no greater than 1:20 (5 percent).

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 142

The accessible route on the site has running slopes greater than 5 percent and has not been
constructed as a ramp (i.e. handrails, edge protection, etc.).

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a running
slope of 5.2 to 9.7 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a running slope that is no greater than 1:20 (5 percent).

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              289 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #142 Additional Barrier Photos
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Accessology
(972) 434 - 0068

www.accessology.com                              291 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 143

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #143 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 144

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 145

The accessible route has running slopes greater than 5 percent and has not been constructed as a ramp
(i.e. handrails, edge protection, etc.). Cross slopes are greater than  2 percent across the width of the
walk.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a running
slope of 6.1 percent and a
cross slope of 2.9 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a running slope that is no greater than 1:20 (5 percent), and a cross
slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #145 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 146

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #146 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 147

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Relocate the dog waste bag dispenser closer to the path of travel.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 148

There is no accessible route to the trash cans.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the trash cans.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Relocate the trash cans closer to the path of travel.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 149

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 150

The surface at the bottom of the curb ramp exceeds a 5 percent slope immediately adjacent to the curb
ramp.

Citation:

2010 ADAS Section: 406.2

1991 ADAAG Section: 4.7.2

Current Condition:

The surface at the bottom of
the curb ramp exceeds a 5
percent slope immediately
adjacent to the curb ramp.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the bottom of the curb ramp to provide a counter slope no greater than 5 percent.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 151

The surface at the bottom of the curb ramp exceeds a 5 percent slope immediately adjacent to the curb
ramp.

Citation:

2010 ADAS Section: 406.2

1991 ADAAG Section: 4.7.2

Current Condition:

The surface at the bottom of
the curb ramp exceeds a 5
percent slope immediately
adjacent to the curb ramp.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the bottom of the curb ramp to provide a counter slope no greater than 5 percent.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 152

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 153

The trash can is out of reach range because the depth of the obstruction is greater than 25 inches.

Citation:

2010 ADAS Section: 308.2.2

1991 ADAAG Section: 4.2.5

Current Condition:

The trash can is out of reach
range because the depth of
the obstruction is greater
than 25 inches.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Relocate the trash can closer to the path of travel

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 154

The accessible route on the site has running slopes greater than 5 percent and has not been
constructed as a ramp (i.e. handrails, edge protection, etc.).

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a running
slope of 9.3 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a running slope that is no greater than 1:20 (5 percent).

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 155

The accessible route contains loose gravel or surface materials that do not provide for a stable, firm slip
resistant surface.

Citation:

2010 ADAS Section: 302.1

1991 ADAAG Section: 4.5.1

Current Condition:

The accessible route
contains loose gravel or
surface materials that do not
provide for a stable, firm slip
resistant surface.

Budget Cost:

Base Cost: $7,500.00
Contingency Cost: $1,500.00
Design Cost: $1,125.00
Total Cost: $10,125.00

Possible Solutions:
Modify the accessible route of travel to provide a stable, firm slip resistant surface.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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Barrier #155 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 156

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.5 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 157

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.1 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 11 (Low): De minimis barrier; compliance can be handled by program modification, or does not
need to be handled until a person with a disability is hired (Title II)
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 158

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 3.3 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 159

The accessible path of travel has cross slopes greater than 2 percent (7 panels measuring 95 inches
wide by 48 inches long).

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.5 to 4 percent.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 160

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 161

The accessible path of travel has cross slopes greater than 2 percent (11 panels measuring 95 inches
wide by 48 inches long.)

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.5 to 3.3 percent.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 162

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.4 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 163

There are no accessible tables.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section: 5.1

Current Condition:

There are no accessible
tables.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible table at the softball complex.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 164

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 165

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 166

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 167

The walkway contains abrupt vertical edges and/or variations over a 1/2 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over a 1/2 inch.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 168

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 169

The landing at the entrance doors exceeds 2 percent slope.

Citation:

2010 ADAS Section:
404.2.4.4, 404.2.4.4
Exception 1

1991 ADAAG Section: 4.13.6

Current Condition:

The landing at the entrance
doors exceeds 2 percent
slope.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the door maneuvering clearance to provide a slope no greater than 2 percent in any direction.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 170

The accessible route contains changes in level and loose gravel or surface materials that do not provide
for a stable, firm slip resistant surface.

Citation:

2010 ADAS Section: 302.1

1991 ADAAG Section: 4.5.1

Current Condition:

The accessible route
contains changes in level
and loose gravel or surface
materials that do not provide
for a stable, firm slip
resistant surface.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the accessible route of travel to provide a smooth level surface with surface materials that
provide for a stable, firm slip resistant surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 171

The curb ramp exceeds the maximum running slope (parallel to the direction of travel) allowable of 8.33
percent.

Citation:

2010 ADAS Section: 406.1

1991 ADAAG Section: 4.8.2

Current Condition:

The curb ramp exceeds the
maximum running slope
(parallel to the direction of
travel) allowable of 8.33
percent.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify the curb ramp to provide a slope no greater than 8.33 percent.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 172

The curb ramp exceeds the maximum running slope (parallel to the direction of travel) allowable of 8.33
percent.

Citation:

2010 ADAS Section: 406.1

1991 ADAAG Section: 4.8.2

Current Condition:

The curb ramp exceeds the
maximum running slope
(parallel to the direction of
travel) allowable of 8.33
percent.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify the curb ramp to provide a slope no greater than 8.33 percent.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 173

The curb ramp exceeds the maximum running slope (parallel to the direction of travel) allowable of 8.33
percent.

Citation:

2010 ADAS Section: 406.1

1991 ADAAG Section: 4.8.2

Current Condition:

The curb ramp exceeds the
maximum running slope
(parallel to the direction of
travel) allowable of 8.33
percent.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify the curb ramp to provide a slope no greater than 8.33 percent.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 174

The curb ramp exceeds the maximum running slope (parallel to the direction of travel) allowable of 8.33
percent and is obstructed by gravel.

Citation:

2010 ADAS Section: 406.1

1991 ADAAG Section: 4.8.2

Current Condition:

The curb ramp exceeds the
maximum running slope
(parallel to the direction of
travel) allowable of 8.33
percent and is obstructed by
gravel.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify the curb ramp to provide a slope no greater than 8.33 percent and free from gravel.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 175

The trash cans and dog waste bag dispenser are not accessible because there is not adequate clear
floor space for an approach.

Citation:

2010 ADAS Section: 305.3

1991 ADAAG Section: 4.2.4.1

Current Condition:

The trash cans and dog
waste bag dispenser are not
accessible because there is
not adequate clear floor
space for an approach.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide an accessible route of travel and the required clear floor space to the trash cans and dog waste
bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 176

There is no accessible route from the parking lot to the dog park.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
from the parking lot to the
dog park.

Budget Cost:

Base Cost: $3,500.00
Contingency Cost: $700.00
Design Cost: $525.00
Total Cost: $4,725.00

Possible Solutions:
Provide an accessible route of travel from the parking to the dog park area.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 177

There are no accessible tables.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section: 5.1

Current Condition:

There are no accessible
tables.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible table at the dog park area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 178

The accessible route contains loose gravel or surface materials that do not provide for a stable, firm, slip-
resistant surface.

Citation:

2010 ADAS Section: 302.1

1991 ADAAG Section: 4.5.1

Current Condition:

The accessible route
contains loose gravel or
surface materials that do not
provide for a stable, firm,
slip-resistant surface.

Budget Cost:

Base Cost: $7,500.00
Contingency Cost: $1,500.00
Design Cost: $1,125.00
Total Cost: $10,125.00

Possible Solutions:
Modify the accessible route to provide a stable, firm, slip-resistant surface.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 179

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.7 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 180

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.8 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              375 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #180 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              376 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 181

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Modify walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Path of Travel: Path of Travel 

Barrier: 182

There is a change in level greater than 1/4 inch.

Citation:

2010 ADAS Section: 303.3

1991 ADAAG Section: 4.5.2

Current Condition:

There is a change in level
greater than 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 1

Barrier: 183

The accessible route contains loose gravel or surface materials that do not provide for a stable, firm, slip-
resistant surface.

Citation:

2010 ADAS Section: 302.1

1991 ADAAG Section: 4.5.1

Current Condition:

The accessible route
contains loose gravel or
surface materials that do not
provide for a stable, firm,
slip-resistant surface.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the path of travel to provide a stable, firm, slip-resistant surface.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              381 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #183 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              382 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 1

Barrier: 184

The wheelchair seating spaces are not on an accessible route.

Citation:

2010 ADAS Section: 802.1.4,
802.1.5

1991 ADAAG Section: 4.33.3

Current Condition:

The wheelchair seating
spaces are not on an
accessible route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route to the bleachers and wheelchair seating.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 1

Barrier: 185

The football participation area is not on an accessible route.

Citation:

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The football participation
area is not on an accessible
route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the football participation area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #185 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 2

Barrier: 186

The football participation area is not on an accessible route.

Citation:

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The football participation
area is not on an accessible
route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the football participation area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 2

Barrier: 187

The accessible route contains loose gravel and surface materials that do not provide for a stable, firm,
slip-resistant surface.

Citation:

2010 ADAS Section: 302.1

1991 ADAAG Section: 4.5.1

Current Condition:

The accessible route
contains loose gravel and
surface materials that do not
provide for a stable, firm,
slip-resistant surface.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the path of travel to provide a stable, firm, slip-resistant surface.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 2

Barrier: 188

The wheelchair seating spaces are not on an accessible route.

Citation:

2010 ADAS Section: 802.1.4,
802.1.5

1991 ADAAG Section: 4.33.3

Current Condition:

The wheelchair seating
spaces are not on an
accessible route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the bleachers and wheelchair seating.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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Barrier #188 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 2

Barrier: 189

The football participation area is not on an accessible route.

Citation:

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The football participation
area is not on an accessible
route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the football participation area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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Barrier #189 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 3

Barrier: 190

The accessible route contains loose gravel and surface materials that do not provide for a stable, firm,
slip-resistant surface.

Citation:

2010 ADAS Section: 302.1

1991 ADAAG Section: 4.5.1

Current Condition:

The accessible route
contains loose gravel and
surface materials that do not
provide for a stable, firm,
slip-resistant surface.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the path of travel to provide a stable, firm, slip-resistant surface.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance

Accessology
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Barrier #190 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 3

Barrier: 191

The wheelchair seating spaces are not on an accessible route.

Citation:

2010 ADAS Section: 802.1.4,
802.1.5

1991 ADAAG Section: 4.33.3

Current Condition:

The wheelchair seating
spaces are not on an
accessible route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the bleachers and wheelchair seating.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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Barrier #191 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 3

Barrier: 192

The accessible route contains loose gravel and surface materials that do not provide for a stable, firm,
slip-resistant surface.

Citation:

2010 ADAS Section: 302.1

1991 ADAAG Section: 4.5.1

Current Condition:

The accessible route
contains loose gravel and
surface materials that do not
provide for a stable, firm,
slip-resistant surface.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the path of travel to provide a stable, firm, slip-resistant surface.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance

Accessology
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Barrier #192 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Field 3

Barrier: 193

The football participation area is not on an accessible route.

Citation:

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The football participation
area is not on an accessible
route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the football participation area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Concessions 

Barrier: 194

The kitchen counter top is too high.

Citation:

2010 ADAS Section: 804.3.2

Current Condition:

The kitchen counter top is
too high.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify the counter to provide 34 inches maximum height.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Concessions 

Barrier: 195

Knee and toe clearance has not been provided at the sink.

Citation:

2010 ADAS Section: 606.2

Current Condition:

Knee and toe clearance has
not been provided at the
sink.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify sink to provide the required toe and knee clearance.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Concessions 

Barrier: 196

The soap dispenser's operation mechanism is too high off the floor.

Citation:

2010 ADAS Section: 308.2.1

Current Condition:

The soap dispenser's
operation mechanism is too
high off the floor.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Lower the soap dispenser so the highest operable part is no more than 48 inches above the finished
floor.

Barrier Priority:

Level 9 (Low): Restrooms (DOJ Level 3) – minimally out of compliance
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Barrier #196 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Concessions 

Barrier: 197

The threshold is greater than 1/2 inch high.

Citation:

1991 ADAAG Section: 4.13.8

Current Condition:

The threshold is greater than
1/2 inch high.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify threshold to achieve a change in level that is no more than 1/2 inch.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #197 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Concessions 

Barrier: 198

There are no accessible tables.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section: 5.1

Current Condition:

There are no accessible
tables.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible table at the football concession area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Concessions 

Barrier: 199

The clear floor space required at the fountain is not flat (2 percent or 1:48 maximum slope) in all
directions.

Citation:

2010 ADAS Section: 305.2

1991 ADAAG Section: 4.2.4.1

Current Condition:

The clear floor space
required at the fountain is
not flat (2 percent or 1:48
maximum slope) in all
directions.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the clear floor space at the fountain to provide a slope no greater than 2 percent in any direction.

Barrier Priority:

Level 10 (Low): Drinking fountains and public phones (DOJ Level 4 & 5) – minimally out of compliance
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Barrier #199 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Men's Restroom 

Barrier: 200

The room identification sign is noncompliant.

Citation:

2010 ADAS Section: 216.2,
703.1

Current Condition:

The room identification sign
is noncompliant.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide compliant signage and mount it on the latch side of the door.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Men's Restroom 

Barrier: 201

The door does not open at least 90 degrees.

Citation:

2010 ADAS Section: 404.2.3

1991 ADAAG Section: 4.13.5

Current Condition:

The door does not open at
least 90 degrees.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Remove door stop from behind to door to allow a 90 degree opening.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #201 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Men's Restroom 

Barrier: 202

The restroom does not include accessible fixtures or elements.

The door is missing an inside loop handle and is not self-closing, the coat hook is installed too high, the
rear grab bar does not extend 12 inches on the closed side of the toilet, and the toilet paper dispenser is
not installed the correct distance in front of the toilet.

Citation:

2010 ADAS Section: 213.2

1991 ADAAG Section:
4.1.2(6)

Current Condition:

The restroom does not
include accessible fixtures
or elements.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify restroom to provide an accessible toilet compartment.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #202 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #202 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Men's Restroom 

Barrier: 203

The water and drain pipes under the lavatory are not adequately insulated.

Citation:

2010 ADAS Section: 606.5

1991 ADAAG Section: 4.19.4

Current Condition:

The water and drain pipes
under the lavatory are not
adequately insulated.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide protection at the exposed drains and water lines under the lavatory.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Men's Restroom 

Barrier: 204

The maneuvering clearance on the pull side of the door extends less than 18 inches beyond the latch
side of the door.

Citation:

2010 ADAS Section:
404.2.4.1

1991 ADAAG Section: 4.13.6

Current Condition:

The maneuvering clearance
on the pull side of the door
extends less than 18 inches
beyond the latch side of the
door.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify door to provide 18 inches minimum clearance.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Men's Restroom 

Barrier: 205

The self-closing faucet controls do not stay open for a minimum of 10 seconds.

Citation:

2010 ADAS Section: 606.4

1991 ADAAG Section: 4.19.5

Current Condition:

The self-closing faucet
controls do not stay open
for a minimum of 10
seconds.

Budget Cost:

Base Cost: $375.00
Contingency Cost: $75.00
Design Cost: $56.25
Total Cost: $506.25

Possible Solutions:
Adjust the self-closing faucet controls to remain open for a minimum of 10 seconds.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Women's Restroom 

Barrier: 206

The room identification sign is noncompliant.

Citation:

2010 ADAS Section: 216.2,
703.1

Current Condition:

The room identification sign
is noncompliant.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide compliant signage and mount it on the latch side of the door.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Women's Restroom 

Barrier: 207

The door does not open at least 90 degrees.

Citation:

2010 ADAS Section: 404.2.3

1991 ADAAG Section: 4.13.5

Current Condition:

The door does not open at
least 90 degrees.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Remove door stop from behind to door to allow a 90 degree opening.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Women's Restroom 

Barrier: 208

The restroom does not include accessible fixtures or elements.

The door is missing an inside loop handle and is not self-closing, the coat hook is installed too high, and
the toilet paper dispenser is not installed the correct distance in front of the toilet.

Citation:

2010 ADAS Section: 213.2

1991 ADAAG Section:
4.1.2(6)

Current Condition:

The restroom does not
include accessible fixtures
or elements.

Budget Cost:

Base Cost: $1,200.00
Contingency Cost: $240.00
Design Cost: $180.00
Total Cost: $1,620.00

Possible Solutions:
Modify restroom to provide an accessible toilet compartment.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Women's Restroom 

Barrier: 209

The water and drain pipes under the lavatory are not adequately insulated.

Citation:

2010 ADAS Section: 606.5

1991 ADAAG Section: 4.19.4

Current Condition:

The water and drain pipes
under the lavatory are not
adequately insulated.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide protection at the exposed drains and water lines under the lavatory.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Women's Restroom 

Barrier: 210

The self-closing faucet controls do not stay open for a minimum of 10 seconds.

Citation:

2010 ADAS Section: 606.4

1991 ADAAG Section: 4.19.5

Current Condition:

The self-closing faucet
controls do not stay open
for a minimum of 10
seconds.

Budget Cost:

Base Cost: $375.00
Contingency Cost: $75.00
Design Cost: $56.25
Total Cost: $506.25

Possible Solutions:
Adjust the self-closing faucet controls to remain open for a minimum of 10 seconds.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Football Fields: Football Women's Restroom 

Barrier: 211

The maneuvering clearance on the pull side of the door extends less than 18 inches beyond the latch
side of the door.

Citation:

2010 ADAS Section:
404.2.4.1

1991 ADAAG Section: 4.13.6

Current Condition:

The maneuvering clearance
on the pull side of the door
extends less than 18 inches
beyond the latch side of the
door.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify door to provide 18 inches minimum clearance.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #211 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 1

Barrier: 212

The element extends down too close to the route of travel.

Citation:

2010 ADAS Section: 307.3

1991 ADAAG Section: 4.4.2

Current Condition:

The element extends down
too close to the route of
travel.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide a barrier at the bleachers for cane detection.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #212 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #212 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              440 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 1

Barrier: 213

An accessible wheelchair space is not provided in the player seating area.

Citation:

2010 ADAS Section:
221.2.1.4

1991 ADAAG Section:
4.1.3(19)(c)

Current Condition:

An accessible wheelchair
space is not provided in the
player seating area.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel and a wheelchair space in the player seating area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 1

Barrier: 214

There is no accessible scorer's table.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section:
4.1.3(18)

Current Condition:

There is no accessible
scorer's table.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible scorer's table.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #214 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 1

Barrier: 215

The walkway contains abrupt vertical edges and/or variations over a 1/2 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over a 1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #215 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 1

Barrier: 216

The softball participation area is not on an accessible route.

Citation:

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The softball participation
area is not on an accessible
route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the walkway to the softball participation area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #216 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 1

Barrier: 217

The softball participation area is not on an accessible route.

Citation:

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The softball participation
area is not on an accessible
route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the walkway to the softball participation area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #217 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 1

Barrier: 218

An accessible wheelchair space is not provided in the player seating area.

Citation:

2010 ADAS Section:
221.2.1.4

1991 ADAAG Section:
4.1.3(19)(c)

Current Condition:

An accessible wheelchair
space is not provided in the
player seating area.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide a wheelchair accessible space in the player seating area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 219

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #219 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #219 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 220

The clear floor space required at the bleachers is not flat (2 percent or 1:48 maximum slope) in all
directions.

Citation:

2010 ADAS Section: 305.2

1991 ADAAG Section: 4.2.4.1

Current Condition:

The clear floor space
required at the bleachers is
not flat (2 percent or 1:48
maximum slope) in all
directions.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the clear floor space at the bleachers to provide a slope no greater than 2 percent in any
direction.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #220 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 221

The clear floor space required at the bleachers is not flat (2 percent or 1:48 maximum slope) in all
directions.

Citation:

2010 ADAS Section: 305.2

1991 ADAAG Section: 4.2.4.1

Current Condition:

The clear floor space
required at the bleachers is
not flat (2 percent or 1:48
maximum slope) in all
directions.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the clear floor space at the bleachers to provide a slope no greater than 2 percent in any
direction.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #221 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 222

The bleachers extends down too close to the route of travel.

Citation:

2010 ADAS Section: 307.3

1991 ADAAG Section: 4.4.2

Current Condition:

The bleachers extends down
too close to the route of
travel.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide a barrier at the bleachers for cane detection.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #222 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 223

The element extends down too close to the route of travel.

Citation:

2010 ADAS Section: 307.3

1991 ADAAG Section: 4.4.2

Current Condition:

The element extends down
too close to the route of
travel.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide a barrier at the bleachers for cane detection.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #223 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 224

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.4 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              462 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 225

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.5 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #225 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 226

There are no accessible scorer's table.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section:
4.1.3(18)

Current Condition:

There are no accessible
scorer's table.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible scorer's table.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 227

The clear floor space required at the bleachers is not flat (2 percent or 1:48 maximum slope) in all
directions.

Citation:

2010 ADAS Section: 305.2

1991 ADAAG Section: 4.2.4.1

Current Condition:

The clear floor space
required at the bleachers is
not flat (2 percent or 1:48
maximum slope) in all
directions.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the clear floor space at the bleachers to provide a slope no greater than 2 percent in any
direction.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #227 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 228

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #228 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 229

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #229 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 2

Barrier: 230

Access from the dugouts to the field has an abrupt vertical edge greater than 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

Access from the dugouts to
the field has an abrupt
vertical edge greater than
1/4 inch.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Modify entrances to provide access to the ball field.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 3

Barrier: 231

There is no accessible scorer's table.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section:
4.1.3(18)

Current Condition:

There is no accessible
scorer's table.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible scorer's table.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 3

Barrier: 232

The bleacher extends down too close to the route of travel.

Citation:

2010 ADAS Section: 307.3

1991 ADAAG Section: 4.4.2

Current Condition:

The bleacher extends down
too close to the route of
travel.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Provide a barrier at the bleachers for cane detection.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #232 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 3

Barrier: 233

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.1 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08%).

Barrier Priority:

Level 11 (Low): De minimis barrier; compliance can be handled by program modification, or does not
need to be handled until a person with a disability is hired (Title II)
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #233 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              478 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 3

Barrier: 234

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              479 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #234 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 3

Barrier: 235

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #235 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 3

Barrier: 236

The walkway contains abrupt vertical edges and/or variations over a 1/2 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over a 1/2 inch.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify entrances to provide access to the dugout and field.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 3

Barrier: 237

The walkway contains abrupt vertical edges and/or variations over a 1/2 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over a 1/2 inch.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify entrances to provide access to the dugout and field.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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Barrier #237 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 3

Barrier: 238

The bleachers extends down too close to the route of travel.

Citation:

2010 ADAS Section: 307.3

1991 ADAAG Section: 4.4.2

Current Condition:

The bleachers extends down
too close to the route of
travel.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Provide a barrier at the bleachers for cane detecion.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #238 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 239

The walkway contains abrupt vertical edges and/or variations over a 1/2 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over a 1/2 inch.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify entrances to provide access to the dugout and field.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #239 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 240

The clear floor space required at the bleachers is not flat (2 percent or 1:48 maximum slope) in all
directions.

Citation:

2010 ADAS Section: 305.2

1991 ADAAG Section: 4.2.4.1

Current Condition:

The clear floor space
required at the bleachers is
not flat (2 percent or 1:48
maximum slope) in all
directions.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the clear floor space at the bleachers to provide a slope no greater than 2 percent in any
direction.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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Barrier #240 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 241

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.9 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #241 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 242

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #242 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 243

The clear floor space required at the bleachers is not flat (2 percent or 1:48 maximum slope) in all
directions.

Citation:

2010 ADAS Section: 305.2

1991 ADAAG Section: 4.2.4.1

Current Condition:

The clear floor space
required at the bleachers is
not flat (2 percent or 1:48
maximum slope) in all
directions.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the clear floor space at the bleachers to provide a slope no greater than 2 percent in any
direction.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #243 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 244

There is no accessible scorer's table.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section:
4.1.3(18)

Current Condition:

There is no accessible
scorer's table.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible scorer's table.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 245

The bleachers extends down too close to the route of travel.

Citation:

2010 ADAS Section: 307.3

1991 ADAAG Section: 4.4.2

Current Condition:

The bleachers extends down
too close to the route of
travel.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Provide a barrier at the bleachers for cane detection.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #245 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 246

The clear floor space required at the bleachers is not flat (2 percent or 1:48 maximum slope) in all
directions.

Citation:

2010 ADAS Section: 305.2

1991 ADAAG Section: 4.2.4.1

Current Condition:

The clear floor space
required at the bleachers is
not flat (2 percent or 1:48
maximum slope) in all
directions.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the clear floor space at the bleachers to provide a slope no greater than 2 percent in any
direction.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #246 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 247

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.5 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #247 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 248

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify entrances to provide access to the dugout and field.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #248 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 249

The concrete expansion joint is spaced greater than 1/2 inch.

Citation:

2010 ADAS Section: 302.3

1991 ADAAG Section: 4.5.4

Current Condition:

The concrete expansion
joint is spaced greater than
1/2 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Fill the expansion joint to alleviate gap.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #249 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 250

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.8 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #250 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 251

The bleachers extends down too close to the route of travel.

Citation:

2010 ADAS Section: 307.3

1991 ADAAG Section: 4.4.2

Current Condition:

The bleachers extends down
too close to the route of
travel.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Provide a barrier at the bleachers for cane detection.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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Barrier #251 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Field 4

Barrier: 252

The clear floor space required at the bleachers is not flat (2 percent or 1:48 maximum slope) in all
directions.

Citation:

2010 ADAS Section: 305.2

1991 ADAAG Section: 4.2.4.1

Current Condition:

The clear floor space
required at the bleachers is
not flat (2 percent or 1:48
maximum slope) in all
directions.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the clear floor space at the bleachers to provide a slope no greater than 2 percent in any
direction.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #252 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Concessions 

Barrier: 253

The paper towel dispenser's operation mechanism is too high off the floor.

Citation:

2010 ADAS Section: 308.2.1

Current Condition:

The paper towel dispenser's
operation mechanism is too
high off the floor.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Lower the paper towel dispenser so the highest operable part is no more than 48 inches above the
finished floor.

Barrier Priority:

Level 9 (Low): Restrooms (DOJ Level 3) – minimally out of compliance
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Barrier #253 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Men's Restroom

Barrier: 254

The restroom does not include accessible fixtures or elements.

The door is not self-closing, the coat hook is installed too high, the rear grab bar is too high, the side
grab bar is too high and does not extend the correct distance, and the toilet paper dispenser is not
installed the correct distance in front of the toilet.

Citation:

2010 ADAS Section: 213.2

1991 ADAAG Section:
4.1.2(6)

Current Condition:

The restroom does not
include accessible fixtures
or elements.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify restroom to provide an accessible toilet compartment.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #254 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #254 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #254 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #254 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              522 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #254 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Men's Restroom

Barrier: 255

The lavatory's clear floor space is not a minimum 30 inches wide by 48 inches deep.

Citation:

2010 ADAS Section: 606.2

1991 ADAAG Section: 4.19.3

Current Condition:

The lavatory's clear floor
space is not a minimum 30
inches wide by 48 inches
deep.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide the required clear floor space at the lavatory.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Men's Restroom

Barrier: 256

The self-closing faucet controls do not stay open for a minimum of 10 seconds.

Citation:

2010 ADAS Section: 606.4

1991 ADAAG Section: 4.19.5

Current Condition:

The self-closing faucet
controls do not stay open
for a minimum of 10
seconds.

Budget Cost:

Base Cost: $375.00
Contingency Cost: $75.00
Design Cost: $56.25
Total Cost: $506.25

Possible Solutions:
Adjust the faucet controls to remain open for a minimum of 10 seconds.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Men's Restroom

Barrier: 257

The hand dryer projects into the headroom clearance in the circulation path.

Citation:

2010 ADAS Section: 307.2

1991 ADAAG Section: 4.4.1

Current Condition:

The hand dryer projects into
the headroom clearance in
the circulation path.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Relocate the hand dryer out of the circulation path.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              527 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #257 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Men's Restroom

Barrier: 258

The maneuvering clearance at the door exceeds 2 percent slope.

Citation:

2010 ADAS Section:
404.2.4.4, 404.2.4.4
Exception 1

1991 ADAAG Section: 4.13.6

Current Condition:

The maneuvering clearance
at the door exceeds 2
percent slope.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the door maneuvering clearance to provide a slope no greater than 2 percent.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Men's Restroom

Barrier: 259

The water and drain pipes under the lavatory are not adequately insulated.

Citation:

2010 ADAS Section: 606.5

1991 ADAAG Section: 4.19.4

Current Condition:

The water and drain pipes
under the lavatory are not
adequately insulated.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide protection at the exposed drains and water lines under the lavatory.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Women's Restroom 

Barrier: 260

The restroom does not include accessible fixtures or elements.

The door is not self-closing, the coat hook is installed too high, the rear grab bar is too high, the side
grab bar is too high and does not extend the correct distance, the flush control is on the incorrect side,
and the toilet paper dispenser is not installed the correct distance in front of the toilet.

Citation:

2010 ADAS Section: 213.2

1991 ADAAG Section:
4.1.2(6)

Current Condition:

The restroom does not
include accessible fixtures
or elements.

Budget Cost:

Base Cost: $3,500.00
Contingency Cost: $700.00
Design Cost: $525.00
Total Cost: $4,725.00

Possible Solutions:
Modify restroom to provide an accessible toilet compartment.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #260 Additional Barrier Photos
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Barrier #260 Additional Barrier Photos
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Barrier #260 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #260 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Women's Restroom 

Barrier: 261

The lavatory's clear floor space is not a minimum 30 inches wide by 48 inches deep.

Citation:

2010 ADAS Section: 606.2

1991 ADAAG Section: 4.19.3

Current Condition:

The lavatory's clear floor
space is not a minimum 30
inches wide by 48 inches
deep.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide the required clear floor space at the lavatory.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Women's Restroom 

Barrier: 262

The self-closing faucet controls do not stay open for a minimum of 10 seconds.

Citation:

2010 ADAS Section: 606.4

1991 ADAAG Section: 4.19.5

Current Condition:

The self-closing faucet
controls do not stay open
for a minimum of 10
seconds.

Budget Cost:

Base Cost: $375.00
Contingency Cost: $75.00
Design Cost: $56.25
Total Cost: $506.25

Possible Solutions:
Adjust the faucet controls to remain open for a minimum of 10 seconds.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Women's Restroom 

Barrier: 263

The hand dryer projects into the headroom clearance in the circulation path.

Citation:

2010 ADAS Section: 307.2

1991 ADAAG Section: 4.4.1

Current Condition:

The hand dryer projects into
the headroom clearance in
the circulation path.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Relocate the and dryer outside of the circulation path.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #263 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Women's Restroom 

Barrier: 264

The maneuvering clearance at the door exceeds 2 percent slope.

Citation:

2010 ADAS Section:
404.2.4.4, 404.2.4.4
Exception 1

1991 ADAAG Section: 4.13.6

Current Condition:

The maneuvering clearance
at the door exceeds 2
percent slope.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the door maneuvering clearance to provide a slope no greater than 2 percent.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              542 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #264 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 1 to 4: Softball Fields 1 To 4 Women's Restroom 

Barrier: 265

The water and drain pipes under the lavatory are not adequately insulated.

Citation:

2010 ADAS Section: 606.5

1991 ADAAG Section: 4.19.4

Current Condition:

The water and drain pipes
under the lavatory are not
adequately insulated.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide protection at the exposed drains and water lines under the lavatory.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Field 5

Barrier: 266

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.3 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #266 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Field 5

Barrier: 267

There is no accessible scorer's table.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section:
4.1.3(18)

Current Condition:

There is no accessible
scorer's table.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible scorer's table.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #267 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Field 6

Barrier: 268

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify entrances to provide access to the ball field.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #268 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              550 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Field 6

Barrier: 269

There is no accessible scorer's table.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section:
4.1.3(18)

Current Condition:

There is no accessible
scorer's table.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible scorer's table.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Fields 5 And 6 Men's Restroom 

Barrier: 270

The compartment door is not self-closing.

Citation:

2010 ADAS Section:
604.8.1.2

1991 ADAAG Section:
A4.17.5

Current Condition:

The compartment door is
not self-closing.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Adjust door to self-close.

Barrier Priority:

Level 9 (Low): Restrooms (DOJ Level 3) – minimally out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #270 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Fields 5 And 6 Men's Restroom 

Barrier: 271

The self closing faucet controls do not stay open for a minimum of 10 seconds.

Citation:

2010 ADAS Section: 606.4

1991 ADAAG Section: 4.19.5

Current Condition:

The self closing faucet
controls do not stay open
for a minimum of 10
seconds.

Budget Cost:

Base Cost: $375.00
Contingency Cost: $75.00
Design Cost: $56.25
Total Cost: $506.25

Possible Solutions:
Adjust the faucet controls to remain open for a minimum of 10 seconds.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Fields 5 And 6 Men's Restroom 

Barrier: 272

The soap dispenser's operation mechanism is too high off the floor.

Citation:

2010 ADAS Section: 308.2.1

Current Condition:

The soap dispenser's
operation mechanism is too
high off the floor.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Lower the soap dispenser so the highest operable part is no more than 48 inches above the finished
floor.

Barrier Priority:

Level 9 (Low): Restrooms (DOJ Level 3) – minimally out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Fields 5 And 6 Men's Restroom 

Barrier: 273

There is a change in level greater than 1/4 inch.

Citation:

2010 ADAS Section: 303.3

1991 ADAAG Section: 4.3.8

Current Condition:

There is a change in level
greater than 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the floor to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #273 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              557 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Fields 5 And 6 Women's Restroom 

Barrier: 274

The compartment door is not self-closing.

Citation:

2010 ADAS Section:
604.8.1.2

1991 ADAAG Section:
A4.17.5

Current Condition:

The compartment door is
not self-closing.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Adjust door to self-close.

Barrier Priority:

Level 9 (Low): Restrooms (DOJ Level 3) – minimally out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #274 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #274 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Fields 5 And 6 Women's Restroom 

Barrier: 275

The self closing faucet controls do not stay open for a minimum of 10 seconds.

Citation:

2010 ADAS Section: 606.4

1991 ADAAG Section: 4.19.5

Current Condition:

The self closing faucet
controls do not stay open
for a minimum of 10
seconds.

Budget Cost:

Base Cost: $375.00
Contingency Cost: $75.00
Design Cost: $56.25
Total Cost: $506.25

Possible Solutions:
Adjust the faucet controls to remain open for a minimum of 10 seconds.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Fields 5 And 6 Women's Restroom 

Barrier: 276

The soap dispenser's operation mechanism is too high off the floor.

Citation:

2010 ADAS Section: 308.2.1

Current Condition:

The soap dispenser's
operation mechanism is too
high off the floor.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Lower the soap dispenser so the highest operable part is no more than 48 inches above the finished
floor.

Barrier Priority:

Level 9 (Low): Restrooms (DOJ Level 3) – minimally out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Softball Fields 5 and 6: Softball Fields 5 And 6 Women's Restroom 

Barrier: 277

There is a change in level greater than 1/4 inch.

Citation:

2010 ADAS Section: 303.3

1991 ADAAG Section: 4.3.8

Current Condition:

There is a change in level
greater than 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify the floor to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #277 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 278

The faucet controls require twisting of the wrist.

Citation:

2010 ADAS Section: 606.4

1991 ADAAG Section: 4.24.7

Current Condition:

The faucet controls require
twisting of the wrist.

Budget Cost:

Base Cost: $300.00
Contingency Cost: $60.00
Design Cost: $45.00
Total Cost: $405.00

Possible Solutions:
Replace with lever style faucet controls.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 279

The sink drain pipes are exposed.

Citation:

2010 ADAS Section: 606.5

1991 ADAAG Section: 4.24.6

Current Condition:

The sink drain pipes are
exposed.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Provide protection at the exposed drains and water lines under the lavatory.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 280

The paper towel dispenser's operation mechanism is too high off the floor.

Citation:

2010 ADAS Section: 308.2.1

Current Condition:

The paper towel dispenser's
operation mechanism is too
high off the floor.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Lower the paper towel dispenser so the highest operable part is no more than 48 inches above the
finished floor.

Barrier Priority:

Level 9 (Low): Restrooms (DOJ Level 3) – minimally out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #280 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 281

The kitchen counter top is too high.

Citation:

2010 ADAS Section: 804.3.2

Current Condition:

The kitchen counter top is
too high.

Budget Cost:

Base Cost: $2,000.00
Contingency Cost: $400.00
Design Cost: $300.00
Total Cost: $2,700.00

Possible Solutions:
Modify counters to provide 34 inches maximum height.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #281 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 282

The door operating hardware is not accessible.

Citation:

2010 ADAS Section: 404.2.7

1991 ADAAG Section: 4.13.9

Current Condition:

The door operating
hardware is not accessible.

Budget Cost:

Base Cost: $375.00
Contingency Cost: $75.00
Design Cost: $56.25
Total Cost: $506.25

Possible Solutions:
Replace with lever style door hardware.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 283

There are no accessible tables.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section: 5.1

Current Condition:

There are no accessible
tables.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible table at the soccer concessions.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #283 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 284

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 3.1 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #284 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 285

The walking surface is obstructed.

Citation:

2010 ADAS Section: 403.5.1

1991 ADAAG Section: 4.2.1

Current Condition:

The walking surface is
obstructed.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide a 36 inch minimum path of travel.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #285 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 286

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.9 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #286 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 287

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.1 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 11 (Low): De minimis barrier; compliance can be handled by program modification, or does not
need to be handled until a person with a disability is hired (Title II)
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #287 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 288

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              582 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #288 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 289

The mailbox projects into the headroom clearance in the circulation path.

Citation:

2010 ADAS Section: 307.2

1991 ADAAG Section: 4.4.1

Current Condition:

The mailbox projects into
the headroom clearance in
the circulation path.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Relocate the mailbox outside of the circulation path.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 290

The walkway contains changes in level greater than a 1/2 inch high that should be ramped.

Citation:

2010 ADAS Section: 303.4

Current Condition:

The walkway contains
changes in level greater than
a 1/2 inch high that should
be ramped.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Provide a ramp to the walkway or provide directional signage to the accessible route of travel.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              586 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 291

The walkway contains changes in level greater than a 1/2 inch high that should be ramped.

Citation:

2010 ADAS Section: 303.4

Current Condition:

The walkway contains
changes in level greater than
a 1/2 inch high that should
be ramped.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Provide a ramp to the walkway or provide directional signage to the accessible route of travel.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 292

The maneuvering clearance at the door exceeds 2 percent slope.

Citation:

2010 ADAS Section:
404.2.4.4, 404.2.4.4
Exception 1

1991 ADAAG Section: 4.13.6

Current Condition:

The maneuvering clearance
at the door exceeds 2
percent slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify the door maneuvering clearance to provide slopes no greater than 2 percent in any direction.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 293

The maneuvering clearance at the door exceeds 2 percent slope.

Citation:

2010 ADAS Section:
404.2.4.4, 404.2.4.4
Exception 1

1991 ADAAG Section: 4.13.6

Current Condition:

The maneuvering clearance
at the door exceeds 2
percent slope.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify the door maneuvering clearance to provide slopes no greater than 2 percent in any direction.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #293 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Concessions 

Barrier: 294

The threshold has a vertical change greater than 1/4 inch.

Citation:

2010 ADAS Section: 404.2.5

Current Condition:

The threshold has a vertical
change greater than 1/4
inch.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify threshold to achieve a change in level that is no more than 1/4 inch.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Association Office

Barrier: 295

The restroom does not include accessible fixtures or elements.

The lavatory, trash can, and paper towel dispenser is in the toilets clear floor space, the side grab bar is
not mounted correctly, the toilet paper dispenser is not the correct distance from the front of the toilet
and the storage unit obstructs the door maneuvering clearance.

Citation:

2010 ADAS Section: 213.2

1991 ADAAG Section:
4.1.2(6)

Current Condition:

The restroom does not
include accessible fixtures
or elements.

Budget Cost:

Base Cost: $3,000.00
Contingency Cost: $600.00
Design Cost: $450.00
Total Cost: $4,050.00

Possible Solutions:
Modify restroom to provide an accessible toilet compartment.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #295 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              597 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #295 Additional Barrier Photos
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Barrier #295 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Association Office

Barrier: 296

The door does not open at least 90 degrees.

Citation:

2010 ADAS Section: 404.2.3

1991 ADAAG Section: 4.13.5

Current Condition:

The door does not open at
least 90 degrees.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Relocate the items behind the door to allow for a 90 degree door opening.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Association Office

Barrier: 297

The maneuvering clearance on the pull side of the door extends less than 18 inches beyond the latch
side of the door.

Citation:

2010 ADAS Section:
404.2.4.1

1991 ADAAG Section: 4.13.6

Current Condition:

The maneuvering clearance
on the pull side of the door
extends less than 18 inches
beyond the latch side of the
door.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Relocate the shredder out of the door maneuvering clearance.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #297 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Association Office

Barrier: 298

The maneuvering clearance at the door is obstructed.

Citation:

2010 ADAS Section:
404.2.4.1

1991 ADAAG Section: 4.13.6

Current Condition:

The maneuvering clearance
at the door is obstructed.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Relocate the shelves out of the door maneuvering clearance.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Association Office

Barrier: 299

The vision light panels (glazing/window) exceed height requirements.

Citation:

2010 ADAS Section: 404.2.11

Current Condition:

The vision light panels
(glazing/window) exceed
height requirements.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Modify door to provide a vision light located no more than 43 inches maximum above the finish floor.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Association Office

Barrier: 300

The door closer is less than 78 inches off the finished floor.

Citation:

2010 ADAS Section: 404.2.3
Exception 2

Current Condition:

The door closer is less than
78 inches off the finished
floor.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Modify the door closer so it is no lower than 78 inches off the finished floor.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Association Office

Barrier: 301

The threshold is greater than 1/2 inch high.

Citation:

2010 ADAS Section: 404.2.5

Current Condition:

The threshold is greater than
1/2 inch high.

Budget Cost:

Base Cost: $500.00
Contingency Cost: $100.00
Design Cost: $75.00
Total Cost: $675.00

Possible Solutions:
Modify threshold to achieve a change in level that is no more than 1/2 inch.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Association Office

Barrier: 302

The receptacle/switch is not positioned correctly for either a side or front approach.

Citation:

2010 ADAS Section: 308.2.1

Current Condition:

The receptacle/switch is not
positioned correctly for
either a side or front
approach.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Lower the receptacle/switch so the highest operable part is no more than 48 inches above the finished
floor.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Fields 

Barrier: 303

There is no accessible route to the fountain.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the fountain.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the fountain.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Fields 

Barrier: 304

There is no accessible route to the flag pole.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the flag pole.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the flag pole.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Fields 

Barrier: 305

The soccer participation area is not on an accessible route.

Citation:

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The soccer participation
area is not on an accessible
route.

Budget Cost:

Base Cost: $5,000.00
Contingency Cost: $1,000.00
Design Cost: $750.00
Total Cost: $6,750.00

Possible Solutions:
Provide an accessible route of travel to the soccer participation areas.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Fields Men's Restroom 

Barrier: 306

State and local governments have an obligation to make their programs and services accessible to
persons with disabilities. This may or may not require the alteration, addition or construction of existing
facilities which predate The Americans with Disabilities Act (ADA) of 1990.

Under the Code of Federal Regulations Section 35.151(b)(2) State and Local Government Title II entities
may provide programmatic access where alterations to existing facilities would result in undue financial
and administrative burdens.

For Example, A public entity has six courtrooms in two existing buildings and determines that only three
of those courtrooms and the public use and common use areas serving those courtrooms in one
building are needed to be made accessible in order to satisfy its program access obligations. The entity
must comply with 2010 Standards unless compliance would result in undue financial and administrative
burdens and must take other actions that would not result in an undue financial burden to ensure
access to persons with disabilities.  This may include the scheduling of the various types of cases,
hearings etc. in accessible courtrooms and relocating them where necessary to accommodate persons
with disabilities. Having a defined program and effective communication process in place to ensure the
public and employees can request accommodations is necessary to ensure equal access to the
county’s court system. 

Program access is not part of this evaluation and this information is being provided as an advisory only.

Citation:

2010 ADAS Section:
Advisory

Current Condition:

The men's restroom was not
available for evaluation.

Budget Cost:

Base Cost: $0.00
Contingency Cost: $0.00
Design Cost: $0.00
Total Cost: $0.00

Possible Solutions:
The men's restroom will need to be evaluated for accessibility and any identified issues brought into
compliance.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Barrier #306 Continued

Accessology
(972) 434 - 0068

www.accessology.com                              622 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Fields Women's Restroom 

Barrier: 307

The restroom does not include accessible fixtures or elements.

The door is missing an inside loop handle and is not self-closing, the coat hook is installed too high, the
rear grab bar is too high and does not extend the correct distance on the open side of the toilet, the side
grab bar is not mounted correctly, the bucket is in the toilets clear floor space, and the toilet paper
dispenser is not installed the correct distance in front of the toilet.

Citation:

2010 ADAS Section: 213.2

1991 ADAAG Section:
4.1.2(6)

Current Condition:

The restroom does not
include accessible fixtures
or elements.

Budget Cost:

Base Cost: $3,000.00
Contingency Cost: $600.00
Design Cost: $450.00
Total Cost: $4,050.00

Possible Solutions:
Modify restroom to provide an accessible toilet compartment.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Fields Women's Restroom 

Barrier: 308

The mirror is mounted too high.

Citation:

2010 ADAS Section: 603.3

Current Condition:

The mirror is mounted too
high.

Budget Cost:

Base Cost: $250.00
Contingency Cost: $50.00
Design Cost: $37.50
Total Cost: $337.50

Possible Solutions:
Lower mirror so the bottom of the reflective surface is no higher than 40" above finished floor.

Barrier Priority:

Level 9 (Low): Restrooms (DOJ Level 3) – minimally out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Fields Women's Restroom 

Barrier: 309

The hand dryer projects into the headroom clearance in the circulation path.

Citation:

2010 ADAS Section: 307.2

1991 ADAAG Section: 4.4.1

Current Condition:

The hand dryer projects into
the headroom clearance in
the circulation path.

Budget Cost:

Base Cost: $350.00
Contingency Cost: $70.00
Design Cost: $52.50
Total Cost: $472.50

Possible Solutions:
Relocate the hand dryer outside of the circulation path.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Soccer Fields : Soccer Fields Women's Restroom 

Barrier: 310

The accessible route on the site has running slopes greater than 5 percent and has not been
constructed as a ramp (i.e. handrails, edge protection, etc.).

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a running
slope of 10.5 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a running slope that is no greater than 1:20 (5 percent).

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 311

The gate does not have a smooth surface at the bottom on the push side.

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 312

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 313

There is no accessible route to the bench.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the bench.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 314

There is no accessible route to the bench.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the bench.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 315

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 316

There is no accessible route to the fountain.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the fountain.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the fountain.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 317

There is no accessible route to the tables.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the tables.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the tables.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 318

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              642 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 319

There is no accessible route to the bench.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the bench.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 320

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 321

The gate does not have a smooth surface at the bottom on the push side.

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 322

The gate does not have a smooth surface at the bottom on the push side.

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 323

The gate does not have a smooth surface at the bottom on the push side.

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 324

The walkway contains changes in level greater than a 1/2 inch high that should be ramped.

Citation:

2010 ADAS Section: 303.4

Current Condition:

The walkway contains
changes in level greater than
a 1/2 inch high that should
be ramped.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the walkway to the dog park play area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #324 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 1

Barrier: 325

The walkway contains changes in level greater than a 1/2 inch high that should be ramped.

Citation:

2010 ADAS Section: 303.4

Current Condition:

The walkway contains
changes in level greater than
a 1/2 inch high that should
be ramped.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the walkway to the dog park play area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #325 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 2

Barrier: 326

The gate does not have a smooth surface at the bottom on the push side.

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 2

Barrier: 327

The gate does not have a smooth surface at the bottom on the push side.

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 2

Barrier: 328

The walkway contains abrupt vertical edges and/or variations over a 1/2 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over a 1/2 inch.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the walkway to the dog park play area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #328 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              655 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 2

Barrier: 329

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 2

Barrier: 330

There is no accessible route to the bench.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the bench.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 2

Barrier: 331

There is no accessible route of travel to the table.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
of travel to the table.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the table.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 2

Barrier: 332

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Small Dog Park 2

Barrier: 333

There is no accessible route to the fountain and trash can.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the fountain and trash
can.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the fountain and trash can.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 1

Barrier: 334

There is no accessible route to the benches, tables, fountain, and dog waste bag dispensers.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the benches, tables,
fountain, and dog waste bag
dispensers.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Provide an accessible route to the the dog park amenities.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              661 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #334 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #334 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 1

Barrier: 335

The gate does not have a smooth surface at the bottom on the push side (2 gates).

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $1,100.00
Contingency Cost: $220.00
Design Cost: $165.00
Total Cost: $1,485.00

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 1

Barrier: 336

The gate does not have a smooth surface at the bottom on the push side (2 gates).

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $1,100.00
Contingency Cost: $220.00
Design Cost: $165.00
Total Cost: $1,485.00

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gates.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 337

The accessible route on the site has running slopes greater than 5 percent and has not been
constructed as a ramp (i.e. handrails, edge protection, etc.).

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a running
slope of 6.6 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a running slope that is no greater than 1:20 (5 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #337 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 338

The gate does not have a smooth surface at the bottom on the push side.

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 339

There is no accessible route to the bench.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the bench.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 340

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 341

There is no accessible route to the bench.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the bench.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the bench.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 342

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 343

There is no accessible route to the bench.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the bench.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
(972) 434 - 0068
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 344

There is no accessible route to the fountain.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the fountain.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the fountain.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 345

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 346

There is no accessible route to the shelter.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the shelter.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the shelter.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #346 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 347

There is no accessible route to the bench.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the bench.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the bench.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 348

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 349

The walkway contains changes in level greater than a 1/2 inch high that should be ramped.

Citation:

2010 ADAS Section: 303.4

Current Condition:

The walkway contains
changes in level greater than
a 1/2 inch high that should
be ramped.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the walkway to the dog park play area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #349 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 350

The walkway contains changes in level greater than a 1/2 inch high that should be ramped.

Citation:

2010 ADAS Section: 303.4

Current Condition:

The walkway contains
changes in level greater than
a 1/2 inch high that should
be ramped.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the walkway to the dog park play area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #350 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 351

The gate does not have a smooth surface at the bottom on the push side.

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 352

The gate does not have a smooth surface at the bottom on the push side.

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance

Accessology
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Dog Park: Large Dog Park 2

Barrier: 353

The gate does not have a smooth surface at the bottom on the push side.

Citation:

2010 ADAS Section: 404.2.10

Current Condition:

The gate does not have a
smooth surface at the
bottom on the push side.

Budget Cost:

Base Cost: $550.00
Contingency Cost: $110.00
Design Cost: $82.50
Total Cost: $742.50

Possible Solutions:
Provide a 10 inch smooth surface at the bottom of the gate.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 354

The transfer platform is not level.

Citation:

2010 ADAS Section:
1008.3.1.1

Current Condition:

The transfer platform is not
level.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the transfer platform to provide a surface with slopes no greater than 2 percent.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #354 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              688 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 355

The transfer platform is not within the compliant range above the ground.

Citation:

2010 ADAS Section:
1008.3.1.2

Current Condition:

The transfer platform is not
within the compliant range
above the ground.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the height of transfer platforms to be 11 inches minimum and 18 inches maximum measured to
the top of the surface from the ground or floor surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #355 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 356

The transfer space is sloped greater than 2 percent.

Citation:

2010 ADAS Section: 305.2,
1008.3.1.3

Current Condition:

The transfer space is sloped
greater than 2 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the transfer space at the transfer platform to provide a slope no greater than 2 percent.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #356 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 357

There is no accessible route to the swings.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the swings.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the swings.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 358

The accessible route of travel exceeds 5 percent running slope and therefore must be considered a
ramp.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.8.1

Current Condition:

The accessible route of
travel contains a running
slope of 30.5 percent.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Provide a compliant ramp to the playground.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #358 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #358 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 359

There is no accessible route to the leap frog area.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the leap frog area.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the leap frog area.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 360

There is no accessible route to the swings.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the swings.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route from the sidewalk to the swings.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #360 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 361

The accessible route of travel exceeds 5 percent running slope and therefore must be considered a
ramp.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.8.1

Current Condition:

The accessible route of
travel exceeds 5 percent
running slope and therefore
must be considered a ramp.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Provide a compliant ramp to the playground.

Barrier Priority:

Level 3 (High): Parking and exterior accessible routes (DOJ Level 1) – severely out of compliance; NOT
near a hospital, school, transit stop, govt. bldg., or other pedestrian attractor
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #361 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 362

The rise of the ramp connecting elevated play components exceeds the maximum allowable.

Citation:

2010 ADAS Section:
1008.2.5.2

Current Condition:

The rise of the ramp
connecting elevated play
components exceeds the
maximum allowable.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify the ramp to provide a slope no greater than 8.33 percent.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #362 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #362 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 363

Compliance with ASTM F1951 and ASTM 1292 for accessibility for ground surfaces on accessible routes,
clear floor or ground spaces, and turning spaces has not been determined.

Citation:

2010 ADAS Section:
1008.2.6.1

Current Condition:

Compliance with ASTM
F1951 and ASTM 1292 has
not been determined.

Budget Cost:

Base Cost: $3,500.00
Contingency Cost: $700.00
Design Cost: $525.00
Total Cost: $4,725.00

Possible Solutions:
Make sure there is a certificate from the manufacturer that shows compliance with ASTM 1951 and ASTM
1292, or replace the current mulch with mulch which complies.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #363 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #363 Additional Barrier Photos
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Barrier #363 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              708 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 364

Compliance with ASTM F1951 and ASTM 1292 for accessibility for ground surfaces on accessible routes,
clear floor or ground spaces, and turning spaces has not been determined.

Citation:

2010 ADAS Section:
1008.2.6.1

Current Condition:

Compliance with ASTM
F1951 and ASTM 1292 has
not been determined.

Budget Cost:

Base Cost: $3,500.00
Contingency Cost: $700.00
Design Cost: $525.00
Total Cost: $4,725.00

Possible Solutions:
Make sure there is a certificate from the manufacturer that shows compliance with ASTM 1951 and ASTM
1292, or replace the current mulch with mulch which complies.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #364 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #364 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 365

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel from the sidewalk to the playground.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #365 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Playground 

Barrier: 366

The accessible path of travel has cross slopes greater than 2 percent.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.6 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #366 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Softball Field Playground 

Barrier: 367

The accessible route on the site has running slopes greater than 5 percent and has not been
constructed as a ramp (i.e. handrails, edge protection, etc.).

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a running
slope of 7.2 percent.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify path of travel to achieve a running slope that is no greater than 1:20 (5 percent) or construct at a
compliant ramp.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #367 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Softball Field Playground 

Barrier: 368

The transfer space is sloped greater than 2 percent.

Citation:

2010 ADAS Section: 305.2,
1008.3.1.3

Current Condition:

The transfer space is sloped
greater than 2 percent.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the transfer space at the transfer platform to provide a slope no greater than 2 percent in any
direction.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #368 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Playground : Softball Field Playground 

Barrier: 369

Compliance with ASTM F1951 and ASTM 1292 for accessibility for ground surfaces on accessible routes,
clear floor or ground spaces, and turning spaces has not been determined.

Citation:

2010 ADAS Section:
1008.2.6.1

Current Condition:

Compliance with ASTM
F1951 and ASTM 1292 has
not been determined.

Budget Cost:

Base Cost: $3,500.00
Contingency Cost: $700.00
Design Cost: $525.00
Total Cost: $4,725.00

Possible Solutions:
Make sure there is a certificate from the manufacturer that shows compliance with ASTM 1951 and ASTM
1292, or replace the current mulch with mulch which complies.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #369 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              721 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #369 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #369 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Pavilions: Picnic Areas

Barrier: 370

There is no accessible route to the picnic area.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the picnic area.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the picnic area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Pavilions: Picnic Areas

Barrier: 371

There is no accessible route to the picnic area.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the picnic area.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the picnic area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Pavilions: Picnic Areas

Barrier: 372

The accessible table is not accessible because there is not adequate clear floor space for an approach.

Citation:

2010 ADAS Section: 305.3

1991 ADAAG Section: 4.2.4.1

Current Condition:

The accessible table is not
accessible because there is
not adequate clear floor
space for an approach.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide the required clear floor 30 inches minimum by 48 inches minimum at the accessible table.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #372 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Pavilions: Pavilion 1

Barrier: 373

There are no accessible tables.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section: 5.1

Current Condition:

There are no accessible
tables.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible table at the pavilion.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #373 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Pavilions: Pavilion 1

Barrier: 374

There is no accessible route to the pavilion.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

N/A

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the pavilion.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #374 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Pavilions: Pavilion 1

Barrier: 375

The accessible route contains loose gravel or surface materials that do not provide for a stable, firm, slip-
resistant surface.

Citation:

2010 ADAS Section: 302.1

1991 ADAAG Section: 4.5.1

Current Condition:

The accessible route
contains loose gravel or
surface materials that do not
provide for a stable, firm,
slip-resistant surface.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the pavilion to provide a stable, firm, slip-resistant surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Pavilions: Pavilion 2

Barrier: 376

There is no accessible route to the pavilion.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the pavilion.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the pavilion.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Pavilions: Pavilion 2

Barrier: 377

There are no accessible tables.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section: 5.1

Current Condition:

There are no accessible
tables.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible table at the pavilion.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Pavilions: Pavilion 3 

Barrier: 378

There are no accessible tables.

Citation:

2010 ADAS Section: 226.1

1991 ADAAG Section: 5.1

Current Condition:

There are no accessible
tables.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible table at the pavilion.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #378 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Pavilions: Pavilion 3 

Barrier: 379

There is no accessible route to the water supply.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the water supply.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the water supply.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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Barrier #379 Additional Barrier Photos
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Pavilions: Pavilion 3 

Barrier: 380

The accessible path of travel has cross slopes greater than 2.

Citation:

2010 ADAS Section: 403.3

1991 ADAAG Section: 4.3.7

Current Condition:

The accessible route of
travel contains a cross slope
of 2.3 percent.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify path of travel to achieve a cross slope that is no greater than 1:48 (2.08 percent).

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Pavilions: Pavilion 3 

Barrier: 381

The grill is not accessible because there is not adequate clear floor space for an approach.

Citation:

2010 ADAS Section: 305.3

1991 ADAAG Section: 4.2.4.1

Current Condition:

The grill is not accessible
because there is not
adequate clear floor space
for an approach.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the clear floor space at the grill to provide a 30 inches minimum by 48 inches minimum space at
the grilling station with slopes no greater than 2 percent in any direction. .

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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Barrier #381 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Pavilions: Pavilion 3 

Barrier: 382

The clear floor space required at the electrical outlet is not flat (2 percent or 1:48 maximum slope) in all
directions.

Citation:

2010 ADAS Section: 305.2

1991 ADAAG Section: 4.2.4.1

Current Condition:

The clear floor space
required at the electrical
outlet is not flat (2 percent or
1:48 maximum slope) in all
directions.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the clear floor space at the electrical outlet to provide slopes no greater than 2 percent.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance

Accessology
(972) 434 - 0068

www.accessology.com                              748 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Barrier #382 Additional Barrier Photos

Accessology
(972) 434 - 0068

www.accessology.com                              749 of 773



North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Park Amenities : Volleyball Court

Barrier: 383

The volleyball court participation area is not on an accessible route.

Citation:

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The volleyball court
participation area is not on
an accessible route.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route to the volleyball court participation area.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #383 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Park Amenities : Fishing Pier 

Barrier: 384

The walkway contains changes in level greater than a 1/2 inch high that should be ramped.

Citation:

2010 ADAS Section: 303.4

Current Condition:

The walkway contains
changes in level greater than
a 1/2 inch high that should
be ramped.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide a transition plate at the fishing pier.

Barrier Priority:

Level 4 (High): Parking and exterior accessible routes (DOJ Level 1) – moderately out of compliance
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Barrier #384 Additional Barrier Photos
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Park Amenities : Fishing Pier 

Barrier: 385

Not enough of the railings, guards, or handrails are at the allowable height.

Citation:

2010 ADAS Section: 1005.2.1

Current Condition:

Not enough of the railings,
guards, or handrails are at
the allowable height.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify the fishing pier to provide at least 25 percent of the railings, guards, or handrails at an accessible
height.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #385 Additional Barrier Photos
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Park Amenities : Fishing Pier 

Barrier: 386

The compliant edge protection is not provided.

Citation:

2010 ADAS Section:
1005.3.1, 1005.3.2

Current Condition:

The compliant edge
protection is not provided.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Modify the fishing pier to provide ground or deck surface that extend 12 inches minimum beyond the
inside face of the railing.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Park Amenities : Fishing Pier 

Barrier: 387

The walkway contains abrupt vertical edges and/or variations over 1/4 inch.

Citation:

2010 ADAS Section: 303.3,
303.2

1991 ADAAG Section: 4.5.2

Current Condition:

The walkway contains
abrupt vertical edges and/or
variations over 1/4 inch.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Modify the walkway to provide a smooth level surface.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Park Amenities : RC Airfield

Barrier: 388

There is no accessible route to the airfield shelters.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the airfield shelters.

Budget Cost:

Base Cost: $3,500.00
Contingency Cost: $700.00
Design Cost: $525.00
Total Cost: $4,725.00

Possible Solutions:
Provide an accessible route of travel to the airfield shelters.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #388 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Park Amenities : RC Airfield

Barrier: 389

There is no accessible route to the portable restrooms.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the portable restrooms.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the portable restrooms.

Barrier Priority:

Level 6 (Medium): Parking or exterior accessible routes (DOJ Level 1) – minimally out of compliance
Access to goods and services (DOJ Level 2) – moderately out of compliance
Restrooms (DOJ Level 3) – severely out of compliance
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Park Amenities : RC Airfield

Barrier: 390

The portable public restroom is not compliant.

Citation:

2010 ADAS Section: 213.1

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The portable public
restroom is not compliant.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Provide an accessible portable public restroom.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Park Amenities : Disc Golf

Barrier: 391

There is no accessible route to the dog waste bag dispenser.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the dog waste bag
dispenser.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the dog waste bag dispenser.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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Park Amenities : Disc Golf

Barrier: 392

There is no accessible route to the portable restroom.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the portable restroom.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the portable restroom.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Park Amenities : Disc Golf

Barrier: 393

There is no accessible route to the trash cans.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the trash cans.

Budget Cost:

Base Cost: $750.00
Contingency Cost: $150.00
Design Cost: $112.50
Total Cost: $1,012.50

Possible Solutions:
Provide an accessible route of travel to the trash cans.

Barrier Priority:

Level 7 (Medium): Access to goods and services (DOJ Level 2) – minimally out of compliance
Restrooms (DOJ Level 3) – moderately out of compliance
Drinking fountains and public phones (DOJ Level 4 & 5) – severely out of compliance
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Park Amenities : Disc Golf

Barrier: 394

There is no accessible route to the first tee box.

Citation:

2010 ADAS Section: 206.2.2

1991 ADAAG Section:
4.1.2(1)

Current Condition:

There is no accessible route
to the first tee box.

Budget Cost:

Base Cost: $1,500.00
Contingency Cost: $300.00
Design Cost: $225.00
Total Cost: $2,025.00

Possible Solutions:
Provide an accessible route of travel to the first tee box.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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Barrier #394 Additional Barrier Photos
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Barrier #394 Additional Barrier Photos
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Park Amenities : Disc Golf

Barrier: 395

The portable public restroom is not compliant.

Citation:

2010 ADAS Section: 213.1

1991 ADAAG Section:
4.1.2(1)

Current Condition:

The portable public
restroom is not compliant.

Budget Cost:

Base Cost: $2,500.00
Contingency Cost: $500.00
Design Cost: $375.00
Total Cost: $3,375.00

Possible Solutions:
Provide an accessible portable public restroom.

Barrier Priority:

Level 5 (Medium): Access to goods and services issues (DOJ Level 2) – severely out of compliance
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North Lakes Park - 2001 W Windsor Dr Denton, TX 76207

Cost Summary

Item # of Barriers Total Item Cost

High Priority 60 $168,412.50

Level 1 0 $0.00

Level 2 0 $0.00

Level 3 16 $49,275.00

Level 4 44 $119,137.50

Medium Priority 320 $485,831.25

Level 5 100 $154,136.25

Level 6 170 $273,105.00

Level 7 50 $58,590.00

Level 8 0 $0.00

Low Priority 15 $20,925.00

Level 9 8 $2,700.00

Level 10 1 $2,025.00

Level 11 6 $16,200.00

Level 12 0 $0.00

Priority Total 395 $675,168.75
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